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Bid No: ITB 2023023   
Name of Bid:  AC Repairs and Replacements 
Post Date: 11/28/2023 
Notice Post Time: 3:30 p.m. 
 
Q&A Response No: 1 
 
Q1. 
CFM and static pressures.  
RTU-5-1 
RTU-5-2 
RTU-5-3 
RTU-6-1 
RTU-6-2 
RTU-6-3 
A1. See Attachment No. 1 included within.  
 
Q2. Also, on the ITB (III. General Requirements; C. Scope of work by site; 1. Key Largo 
School; vii. On RTU-61 through RTU-6-3 provide a two-position damper kit same as the 
existing. Damper is to open only when the unit is on, and stage 1 compressor is calling). All 
specified CaptiveAire units come standard with a direct dive actuator (0 10-volt signal) u with 
spring return to ensure that the outdoor air intake closes when called for. There is no need to add 

 
A2. The internal Outside Air Damper that is provided with the Captive Aire unit is acceptable as 
long as it can maintain the same sequence of operation.  The vendor will need to provide 
whatever is needed to achieve that sequence of operation. 
 
Q3. Key Largo School  D require Hot Gas reheat Coil? 
A3. No.  It is preferred that the units do not have Hot Gas Reheat coils. 
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Q4.  Bid specs are replacement of Trane AHU 1/AHU 2/AHU 3- 
ndensing units? Are they 

operating on R410A refrigerant? To get an AHRI/SEER2 compliant system the indoor and 
outdoor units require replacement. 
A4.  
 
 
 
 
 
 




