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Bid No:  ITB 2017719 
Name of Bid:  Building Fire Alarm Service 
Post Date:  5/5/17 
Notice Post Time:  8:00 AM 
 
Addendum No.1 

 

Please add the following to Item j. on page 7 of the bid document: 
 
Currently all district locations and devices, with the exception of Key Largo School, are included in this 
contract.  New locations or devices may be added or removed based on district needs.  Annual testing, 
inspection, and certification will be paid based on materials and time according to proposed labor rates.  
The following numbers are current estimates of the number and type of devices: 

 
241 Trumbo – Administration Building 

Manual Stations; Non-coded    Quantity 10 

Smoke Detectors Photoelectric Quantity 3 

Smoke Detectors; Ionization (Addressable) Quantity 38 

Duct Smoke Detectors; Ionization    Quantity 2 

Heat Detectors; Fixed Temp./Rate-of-Rise   Quantity 5 

Horns/Strobes  Quantity 15 

Strobes   Quantity 8 

Booster Power Supplies Quantity 1 

241 Trumbo – Transportation Building 

Manual Stations; Non-coded      Quantity  6 

Smoke Detectors Photoelectric   Quantity  2 

Heat Detectors; Fixed Temp./Rate-of-Rise     Quantity  6 

Coral Shores High School 

Manual Stations: Addressable Quantity 50 

Smoke Detectors: Photoelectric (Addressable) Quantity 29 

Duct Smoke Detectors: Photoelectric (Addressable) Quantity 23 

Heat Detectors: Rate-of-Rise (Addressable)  Quantity 94 
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Extinguishing System Alarm Switches Quantity 2 

Heat Detectors: Fixed Temperature/Rate-of-Rise [Explosion Proof] Quantity 1 

Horns/Strobes Quantity 107 

Strobes   Quantity 45 

AHU/Fan/Gas Interlocks Quantity 24 

Automatic Fire Roll Up Doors Quantity 4 

Elevator Recall System/Warning Lights Quantity 3 

Horns and Strobes Quantity 18 

Sprinkler Control Valves Quantity 6 

Fire Pump Supervision Quantity 3 

Booster Power Supplies Quantity 2 

Gerald Adams Elementary School 

Manual Stations; Non-coded      Quantity  29 

Smoke Detectors Photoelectric   Quantity  24 

Smoke Detectors; Ionization   Quantity  15 

Duct Smoke Detectors; Photoelectric      Quantity  18 

Heat Detectors; Fixed Temp./Rate-of-Rise     Quantity  16 

Horns/Strobes    Quantity  29 

Strobes     Quantity  3 

Door Holders/Closures   Quantity  3 

AHU/Fan Interlocks   Quantity  7 

Booster Power Supplies   Quantity  1 

Horace O’Bryant School 

Manual Stations: Addressable   Quantity  54 

Smoke Detectors: Photoelectric (Addressable)   Quantity  26 

Duct Smoke Detectors: Photoelectric (Addressable)   Quantity  40 

Heat Detectors - Fixed Temperature/Rate-of-Rise  (Addressable)   Quantity  11 

Water Flow Switches - Mechanical   Quantity  11 

Extinguishing System Alarm Switches   Quantity  1 

Horns   Quantity  2 

Mechanical Bells   Quantity  3 

Speaker/Strobes   Quantity  45 

Horns/Strobes   Quantity  141 

Strobes     Quantity  169 

AHU/Fan/Gas Interlocks   Quantity  39 

Dampers   Quantity  1 

NAC Controls   Quantity  10 

Elevator Recall System/Warning Lights   Quantity  6 

Power Monitors   Quantity  13 

Sprinkler Control Valves   Quantity  16 
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Booster Power Supplies   Quantity  15 

Key West High School 

Manual Stations: Addressable   Quantity  54 

Manual Stations: Non-Coded   Quantity  10 

Smoke Detectors: Photoelectric (Addressable)   Quantity  9 

Smoke Detectors: Ionization  (Addressable)   Quantity  9 

Duct Smoke Detectors: Photoelectric (Addressable)   Quantity  55 

Heat Detectors: Rate-of-Rise (Addressable)    Quantity  167 

Extinguishing System Alarm Switches   Quantity  2 

Water Flow Switches: Mechanical (Addressable)   Quantity  3 

Heat Detectors: Fixed Temperature/Rate of Rise: Non-Coded   Quantity  19 

Horns/Strobes:   Quantity  169 

Strobes   Quantity  52 

Mechanical Bells   Quantity  1 

AHU/Fan/Gas Interlocks   Quantity  24 

Door Releases   Quantity  6 

Elevator Recall System/Warning Lights   Quantity  2 

Other Activated Devices   Quantity  2 

Sprinkler Control Valves   Quantity  7 

Fire Pump Supervision   Quantity  1 

Booster Power Supplies   Quantity  9 

Marathon Middle/High School 

Manual Stations: Addressable   Quantity  76 

Smoke Detectors: Photoelectric (Addressable)   Quantity  44 

Duct Smoke Detectors: Photoelectric (Addressable)   Quantity  57 

Heat Detectors: Rate-of-Rise (Addressable)    Quantity  14 

Extinguishing System Alarm Switches   Quantity  2 

Water Flow Switches: Mechanical (Addressable)   Quantity  15 

Fire Shutter/Curtain Release   Quantity  3 

Horns/Strobes   Quantity  167 

Strobes   Quantity  155 

Horns   Quantity  5 

AHU/Fan/Gas Interlocks   Quantity  33 

Speaker/Strobes   Quantity  69 

Elevator Recall System/Warning Lights   Quantity  7 

Gas Shutdowns   Quantity  4 

NAC Booster Control   Quantity  11 

Sprinkler Control Valves   Quantity  31 

Power/Trouble Monitor   Quantity  10 
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Carbon Monoxide Detector   Quantity  1 

Booster Power Supplies   Quantity  17 

Plantation Key School 

Manual Stations; Non-coded      Quantity  26 

Smoke Detectors Photoelectric   Quantity  18 

Duct Smoke Detectors; Photoelectric      Quantity  20 

Heat Detectors; Fixed Temp./Rate-of-Rise     Quantity  28 

Heat Detectors: Fixed Temperature/Rate-of-Rise   Quantity  7 

Horns/Strobes    Quantity  42 

Strobes     Quantity  4 

AHU/Fan Interlocks   Quantity  20 

Booster Power Supplies   Quantity  2 

Poinciana Elementary School 

Manual Stations: Addressable   Quantity  33 

Smoke Detectors: Photoelectric (Addressable)   Quantity  18 

Duct Smoke Detectors: Photoelectric (Addressable)   Quantity  35 

Heat Detectors: Rate-of-Rise (Addressable)    Quantity  2 

Extinguishing System Alarm Switches   Quantity  1 

Water Flow Switches: Mechanical (Addressable)   Quantity  2 

Horns/Strobes   Quantity  94 

Strobes   Quantity  79 

AHU/Fan/Gas Interlocks   Quantity  12 

Elevator Recall System/Warning Lights   Quantity  3 

Gas Shutdowns   Quantity  2 

NAC Booster Control   Quantity  3 

Door Releases   Quantity  6 

Smoke Dampers   Quantity  2 

Sprinkler Control Valves   Quantity  8 

Power/Trouble Monitor   Quantity  10 

Booster Power Supplies   Quantity  7 

Sigsbee Charter School 

Manual Stations: Addressable   Quantity  32 

Smoke Detectors: Ionization (Addressable)   Quantity  15 

Smoke Detectors: Photoelectric (Addressable)   Quantity  28 

Duct Smoke Detectors: Photoelectric (Addressable)   Quantity  2 

Heat Detectors: Rate-of-Rise (Addressable)    Quantity  4 

Horns/Strobes:    Quantity  39 

Strobes:     Quantity  14 

Booster Power Supplies   Quantity  2 
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Stanley Switlik Elementary School 

Manual Stations: Addressable   Quantity  34 

Smoke Detectors: Photoelectric (Addressable)   Quantity  19 

Smoke Detectors: Ionization  (Addressable)   Quantity  2 

Duct Smoke Detectors: Photoelectric (Addressable)   Quantity  27 

Heat Detectors: Rate-of-Rise (Addressable)    Quantity  13 

Heat Detectors: Fixed Temperature (Addressable)   Quantity  1 

Horns/Strobes   Quantity  65 

Strobes   Quantity  32 

AHU/Fan/Gas Interlocks   Quantity  16 

Elevator Recall System/Warning Lights   Quantity  1 

Door Releases   Quantity  2 

Power/Trouble Monitor   Quantity  2 

Booster Power Supplies   Quantity  5 

Sugarloaf School 

Manual Stations: Addressable   Quantity  30 

Manual Stations: Non-Coded   Quantity  15 

Smoke Detectors: Photoelectric (Addressable)   Quantity  4 

Smoke Detectors: Ionization: Non-Coded   Quantity  5 

Duct Smoke Detectors: Photoelectric (Addressable)   Quantity  34 

Duct Smoke Detectors: Photoelectric: Non-Coded   Quantity  11 

Heat Detectors: Rate-of-Rise (Addressable)    Quantity  80 

Heat Detectors: Fixed Temperature (Addressable)   Quantity  4 

Heat Detectors: Fixed Temperature: Non-Coded   Quantity  13 

Extinguishing System Alarm Switches   Quantity  1 

Horns/Strobes   Quantity  103 

Horns/Strobes   Quantity  27 

Strobes   Quantity  38 

Strobes   Quantity  14 

Horns   Quantity  6 

AHU/Fan/Gas Interlocks   Quantity  17 

Booster Power Supplies   Quantity  7 

 


